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REFERENCE MATERIALS

ﬁ]EF DESCRIPTION

COPPER GROUNDING CABLE

GROUND CONNECTOR (BURNDY TYPE GBM)

MACHINE SCREW AND LOCKWASHER

MACHINE BOLT, NUT AND LOCKWASHER

MACHINE NUT AND LOCKWASHER, GALV STEEL

POWDER DRIVEN THREADED STUD (3/8 INCH DIA)
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STUD BOLT, 1/2 INCH DIAMETER x LENGTH AS
REQUIRED, END FLUX WELDED TO STRUCTURE

NOTES

1. THE 3/8 INCH STUD SHALL BE DRIVEN INTO THE
TUBULAR STEEL STRUCTURE WITH A POWDER ACTUATED
FASTENING TOOL EQUAL TO THAT MANUFACTURED BY
RAMSET FASTENING SYSTEM.
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